
Gas Regulator Station
Field Inspections



Regulatory Guidelines



Inventory Record Card
•Verify that information on Inventory Record 
Card matches actual contents of Regulator 
Station.

•Verify that records in office match information 
on Inventory Record Card.

§192.605(b)(3)



Inspection Items
• Regulator make and model
• Size of regulator
• Capacity
• Set pressure
• MAOP – inlet and outlet
• Point of demarcation
• Function – (Monitor/control)

§192.739



461 – 57S – Medium Pressure



461-S  Low Pressure



Axial Flow  - Low, Medium & High 
Pressure



Fisher 630 – Big Joe  High Pressure



Relief Valves
• Set point
• Where vented – (inside, to atmosphere)
• Rain caps
• Protection from unauthorized operation
• Capacity

§192.739 & 192.743



Relief Valves



PRV





Rain Cap



Overall Condition
•Is it cathodically protected?  Insulated?
•Is there atmospheric corrosion?
•Building or fencing
•Proper signage and markers
•Shared facilities
•Demarcation



Signs and Markers
•Is the regulator station properly marked 
and identified?

•Warning or Caution
•Prevention of accidental ignition

§192.707 & 192.751



Station ID



Warning



Fencing









Monitoring and/or Control
•Telemetering
•Recording gage
•Indicating gage
•Is system supplied by more than one 
District Regulator?

§192.741(a)



Critical Valves

•Distance from inlet riser
•Is it accessible?
•Is it operable?

§192.181





Other Information

•Separator, odorizer, dryer, heater, etc?
•General comments of observation, if any



Tranparency



Contact Information
Jim Searls

Gas Pipeline Safety Inspector
PSC of WV
(304)382-6168
jsearls@psc.state.wv.us
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